Offshore wind turbines in seismic active areas suffer from earthquake impacts. In this study, seismic fragility analysis of a monopile offshore wind turbine considering different operational conditions was performed. A finite element model for a 5 MW monopile offshore wind turbine was developed using the OpenSees platform. The interaction between the monopile and the seabed soil was modeled as a beam-on-nonlinear-winkler-foundation (BNWF). A nonlinear time history truncated incremental dynamic analysis (TIDA) was conducted to obtain seismic responses and engineering demand parameters. Potential damage states (DSs) were defined as excessive displacement at the nacelle, rotation at the tower top, and the allowable and yield stresses at the transition piece. Fragility curves were plotted to assess the probability of exceeding different damage states. It was found that seismic responses of the wind turbine are considerably influenced by environmental wind and wave loads. Subject to earthquake motions, wind turbines in normal operation at the rated wind speed experience higher levels of probability of exceeding damage states than those in other operational conditions, i.e., in idling or operating at higher or lower wind speed conditions.
Introduction
The depletion of fossil fuel reserves, deterioration of the global environment, and the ever-increasing demand for energy force people to utilize renewable energy. As targeted renewable energy, offshore wind energy is attractive for its advantages of large reserves, no land occupation, and little influence on human beings [1] . However, the harsh offshore environment conditions, including loads and poor ground condition, raise the risk of failure of offshore wind turbines, and challenge the design of wind turbine supporting structures. Normally, wind and wave loads are the two most important environmental loads acting on offshore wind turbine supporting structures. It is well understood that earthquake motions in the continental shelf from the coastal land to offshore undersea do great harm to the safety of offshore wind turbines in areas of active seismicity [2, 3] . Since earthquakes are unpredictable, offshore wind turbines can be operating under different operation conditions when an earthquake occurs [4, 5] , resulting in different combinations of seismic load and environmental wind and wave loads acting on the wind turbine supporting structures. These combinations of loads cause different nonlinear dynamic responses for offshore wind turbines, which may exceed limit states of the structure and cause failure in both the power generation system and the supporting foundations. Thus, investigations should be conducted to understand the responses of offshore wind turbines under seismic loads or the combination of seismic loads and environmental wind and wave loads, and to evaluate the fragility of wind turbine structures.
Many attempts to study the seismic dynamic responses [6] [7] [8] [9] , structural safety [4, 5, [10] [11] [12] and analytical methods [4, 13] of wind turbines have been conducted. Most studies focused on onshore wind turbines, which are shorter in the cantilever length than their offshore counterparts. In addition, onshore wind turbines are grounded in relatively hard foundations while not subjected to water waves. Hong [6] studied the responses of wind turbine blades to seismic and turbulent wind excitations, and found that the effect of turbulence on moment responses of the blade was greater than that of an earthquake when the wind turbine generator had a constant revolutions per minute. However, the dynamic responses of the wind turbine supporting structures were not accounted in the study. Bazeos et al. [14] studied the static and seismic responses of a 450 kW wind turbine resting on a concrete square footing in a semi-rock soil using NASTRAN [15] . Results showed that a simplified multi-degree of freedom oscillator with concentrated mass model produced accurate results for seismic responses of the wind turbine. While focusing on the modelling of the wind turbine structure, the effect of wind loads on the seismic responses of the wind turbine was not considered in the study. Lavassas et al. [7] investigated the responses of a 1 MW wind turbine on a concrete circular footing in a rocky soil under combined wind and earthquake loadings and found that seismic loads became critical when the wind turbine tower was constructed in seismically hazardous areas and with the ground being a medium or soft soil. Stamatopolous [16] studied the responses of a 53.95 m high wind turbine resting on a circular footing subjected to near-fault excitation. Time-domain analyses and response-spectrum based analyses showed that shear and bending-moment demand at the tower base were significantly underestimated by the Greek Design Code when near fault ground motions were considered. However, the analysis did not take into account aerodynamic loads. Based on seismic performance analysis, Prowell [8] concluded that the consideration of aerodynamics and operational state became increasingly important as the size of the wind turbine increase. Prowell's study also showed that soil-structure interaction was important, especially for large wind turbines. Witcher [17] studied the responses of a 2 MW wind turbine under load cases of parked, operational, and earthquake-induced emergency shutdown. Results showed that the situation of earthquakes combined with wind turbine in operational at rated wind speeds is the driving case. Díaz and Suárez [18] proposed an finite element model accounting for the flexibility of the blades in flapping direction and the flexibility of the tower in bending and twisting for seismic responses of operating wind turbines. By using the proposed model, they investigated the seismic responses of a 1.65 MW wind turbine with operational wind loads subjected to four ground motions. Results showed that the stress at the tower top section may exceed those from extreme winds. However, the soil-structure interaction was not considered in the model. Sapountzakis et al. [19] studied the dynamic responses of a 5 MW wind turbine on either a surface or monopile foundation system, and found that modelling of soil-structure interaction was of great importance in the analysis of seismic response of wind turbines. Asareh et al. [20] [21] [22] studied the seismic responses and fragility of a 5 MW wind turbine under different operational conditions. Results showed that the fragility of the wind turbine increased slightly as the wind intensity became close to the rated wind speed of the wind turbine. However, the pile-soil interaction was not considered in the study. Santangelo et al. [23] studied the implementation of uncoupled analysis for wind and seismic loads for a 5 MW wind turbines. Kjørlaug and Kaynia [24] conducted analyses of megawatt-sized wind turbine subjected to the vertical earthquake using SAP200 software. This study concluded that vertical ground motions have significant bearing on the design of the tower and its connection to the nacelle and performance of the turbine after the earthquake. Ma [25] studied the dynamic response of wind turbines subject to vertical and horizontal earthquakes. The investigation concluded that it was vital to consider earthquake loads for moment demand and vertical load in the tower of the 1.65 and 3.0 MW reference turbines in seismically active regions.
As more wind farms are constructed in offshore seismically active regions, seismic assessment of offshore wind turbines has become the attention of many studies. Kim et al. [26] performed seismic Energies 2017, 10, 1037 3 of 22 fragility analysis of a 5 MW offshore wind turbine considering soil-pile interaction. Yu et al. [27] conducted a group of earthquake centrifuge tests to investigate the seismic performance of offshore wind turbines of different types of foundations and found that a tripod foundation offered a better solution for mitigating lateral rotation than a monopile foundation. However, in these two studies, the environmental wave and aerodynamic loads were not considered. Kourkoulis et al. [28] investigated the seismic responses of suction caisson foundations for offshore wind turbines using non-linear three-dimensional finite element method, but static wind and wave forces were applied instead of time history loads. Through underwater shaking table tests, Zheng et al. [29] showed that combined earthquake and wave actions were critical for the dynamic responses of a monopile 5 MW offshore wind turbine. However, the soil-structure interaction and wind loads were not considered in this study. Anastasopoulos and Theofilou [30] studied the performance of a hybrid foundation for offshore wind turbines under environmental loads and seismic loading. Results showed that the addition of the footing to the monopile led to a pronounced increase in the moment capacity.
As reviewed, previous studies of seismic safety of wind turbines mainly focus on onshore turbines, which, as noted previously, are to a large extent, different from offshore wind turbines. On the other hand, recent research on the seismic safety of offshore wind turbines is still ongoing. Further research is needed to better understand the seismic responses of offshore wind turbines in different operational and environmental conditions, and assess the safety of the wind turbine structures. The purpose of this study was to investigate the influence of environmental loads on the seismic responses and the fragility of offshore wind turbines. The studied case was a 5 MW monopile offshore wind turbine to be installed in a wind farm in the East China Sea. The dynamic responses of the wind turbine assemble were analyzed under the scope of the finite element method using the OpenSees platform [31] . The pile-seabed soil interaction was modeled as beam on nonlinear Winkle Foundation using the p-y spring method. The finite element model was calibrated and verified using published results in terms of the modal modes and natural frequencies of the turbine structure. A suite of 24 earthquake ground motions were selected and scaled for simulation in the finite element model. Different sea states and turbine operating wind speeds were considered and applied as wave force and aerodynamic loads on the pile foundation, the nacelle and the tower of the model in each time step. Based on the obtained structural dynamic responses, fragility analysis was performed using different earthquake motion intensity measures (IM), engineering demand parameters and damage states (DSs) to obtain the vulnerability of the wind turbine.
The remainder of this paper is organized as follows: the analytical fragility methodology is introduced in Section 2; the nonlinear finite element model of the monopile offshore wind turbine is developed and calibrated in Section 3; the seismic dynamic analyses of the wind turbine are performed in Section 4; In Section 5, the fragility curves of the wind turbine are obtained; Finally, conclusions are made in Section 6.
Analytical Seismic Fragility Methodology
Seismic fragility is defined as the conditional probability that the seismic demand on a structure meets or exceeds its capacity for a given level of ground motion intensity [32] [33] [34] . It indicates the vulnerability of a structure to earthquakes. Some methods of fragility analysis have been discussed in literature [34] [35] [36] . Rather than proposing a new fragility analysis method, this paper focuses on the vulnerability of the offshore wind turbine. The truncated incremental dynamic analysis (TIDA) method [37] , which performs incremental dynamic analysis up to a preset max ground motion intensity level, IM max , is used for fitting the fragility functions. A brief description of the TIDA method is as follows:
Assuming that both the demand and the capacity of an offshore wind turbine follow a lognormal distribution [32] , the fragility of the wind turbine structure can be mathematically expressed as: where P f (a) is the probability that an earthquake ground motion with an intensity of IM = a will exceed a damage state; a value closes to 0 indicates that there is almost no exceeding probability, while a value closes to 1.0 corresponding to high risks of exceeding; D is the seismic demand; D 0 denotes the capacity; Φ(·) is the normal cumulative distribution function; θ and β are the median and log standard deviation of ground motion intensity a, respectively. Considering an incremental dynamic analysis of n ground motions, if there are m ground motions that cause structure damage at IM levels lower than IM max , and n-m ground motions that do not cause structure damage prior to the analysis being stopped, the likelihood of the entire data set being observed can be expressed by assuming that the IM i value for each ground motion is independent as:
where φ(·) is the normal distribution probability density function; Π is the product over i values form 1 to m. The estimators of two fragility parameters θ and β are obtained by maximizing the likelihood function as:
Thus, the procedure of calculating the fragility curves for a set of performance levels of an offshore wind turbine is summarized as:
(1) Finite element model development and calibration.
(2) Selecting a suite of ground motion records. 
Model Development and Calibration

Parameters of the Reference Monopile Offshore Wind Turbine
The NREL 5 MW baseline wind turbine [38] was used as a reference turbine in this study. This turbine is a conceptual turbine developed based on Senvion 5 MW prototype wind turbines. A detailed description of the turbine can be found in [38] . The main parameters of the turbine are listed in Table 1 . The wind turbine is to be installed with a monopile foundation in a wind farm in the East China Sea. The average seabed level and water level at the location of the wind farm are −18.45 and 0.06 m, respectively, on the base of 1985 National Elevation Datum. The underwater terrain is flat with quaternary sediments of Holocene deposition and late Pleistocene deposition. The soil profile at the site of the planned wind farm is represented in Table 2 . The dimensions of the monopile wind turbine are illustrated in Figure 1 . The monopile is 6.0 m in diameter and 45~80 mm in thickness, and has a Energies 2017, 10, 1037 5 of 22 penetration length of 57.5 m. Soil layer acts as a bearing stratum for the monopile. The base flange is 10 m above the mean sea level (MSL). The tower is 80 m long, resulting in the hub height being 90 m above the MSL. The monopile and the turbine tower are made from Q345 steel material [39] , and the corresponding mechanical properties are listed in Table 3 . site of the planned wind farm is represented in Table 2 . The dimensions of the monopile wind turbine are illustrated in Figure 1 . The monopile is 6.0 m in diameter and 45~80 mm in thickness, and has a penetration length of 57.5 m. Soil layer ○ 6 acts as a bearing stratum for the monopile. The base flange is 10 m above the mean sea level (MSL). The tower is 80 m long, resulting in the hub height being 90 m above the MSL. The monopile and the turbine tower are made from Q345 steel material [39] , and the corresponding mechanical properties are listed in Table 3 . 
Numerical Model Development
An integrated finite element model of the monopile offshore wind turbine was created using the OpenSees software (Version 2.5.0) package [31] . The monopile and the turbine tower were both modeled using nonlinear beam columns. The nacelle was modeled as a beam-column with rather 
An integrated finite element model of the monopile offshore wind turbine was created using the OpenSees software (Version 2.5.0) package [31] . The monopile and the turbine tower were both modeled using nonlinear beam columns. The nacelle was modeled as a beam-column with rather large stiffness to behave as a rigid element to transfer aerodynamic loads of the wind turbine to the tower. The three-blade assembly and the hub were simplified as a lumped mass at their gravity center. The steel02 material model [40] , which is based on the Giuffré-Menegotto-Pinto Model, was used to model the elastic and plastic of the steel material of the monopile and the turbine tower. The mesh size of the monopile in the section embed into the seabed was 1 m; and 1.5 m in other sections and at the tower. The monopile and the turbine tower consisted of 140 beam elements. For all elements, the mass was lumped at element nodes.
When the monopile moved through sea water, water around the monopile and in the hollow moved along. The interaction between the pile foundation and the sea water was modeled as hydraulic added mass in the hollow and outside of the pile [41] [42] [43] .
The pile-soil interaction of the foundation was modeled using a beam-on-nonlinear-winkler foundation (BNWF) concept, as illustrated in Figure 2 . The BNWF model was constituted by two arrays of lateral springs named p-y and p-x springs, intended to capture the horizontal and rotational resistance of the monopile in the two orthogonal horizontal directions. The model also had an array of t-z springs and a q-z spring, intending to capture the axial sliding resistance and bearing resistance, respectively. Individual springs were modeled with zero Length elements. p-y, p-x and t-z springs were distributed along the monopile below the mud line with an interval of 1 m, while a q-z spring was used at the pile tip. The constitutive behavior of the p-y, p-x, t-z and q-z springs were represented by nonlinear backbone curves developed by Boulanger et al. [44] and modeled using uniaxial material PySimple1, PySimple1, TzSimple1 and QzSimple1, respectively, in the Opensees. Equations defining the material model for PySimple1, TzSimple1 and QzSimple1 can be referred to in Boulanger et al. [44] and Boulanger [45] . The ultimate capacities of the three types of uniaxial materials were calculated according to DNVGL-ST-0126 design standard [2] . size of the monopile in the section embed into the seabed was 1 m; and 1.5 m in other sections and at the tower. The monopile and the turbine tower consisted of 140 beam elements. For all elements, the mass was lumped at element nodes.
The pile-soil interaction of the foundation was modeled using a beam-on-nonlinear-winkler foundation (BNWF) concept, as illustrated in Figure 2 . The BNWF model was constituted by two arrays of lateral springs named p-y and p-x springs, intended to capture the horizontal and rotational resistance of the monopile in the two orthogonal horizontal directions. The model also had an array of t-z springs and a q-z spring, intending to capture the axial sliding resistance and bearing resistance, respectively. Individual springs were modeled with zero Length elements. p-y, p-x and t-z springs were distributed along the monopile below the mud line with an interval of 1 m, while a q-z spring was used at the pile tip. The constitutive behavior of the p-y, p-x, t-z and q-z springs were represented by nonlinear backbone curves developed by Boulanger et al. [44] and modeled using uniaxial material PySimple1, PySimple1, TzSimple1 and QzSimple1, respectively, in the Opensees. Equations defining the material model for PySimple1, TzSimple1 and QzSimple1 can be referred to in Boulanger et al. [44] and Boulanger [45] . The ultimate capacities of the three types of uniaxial materials were calculated according to DNVGL-ST-0126 design standard [2] .
It should be noted that the p-y curve method was derived for flexible piles with small diameters. It could be stiff for large diameter piles [46, 47] . For this reason, researchers have advised the use of caution when applying p-y curves to large diameter monopile offshore wind turbines [2, 48, 49] . Nevertheless, p-y curves are the recommended method for lateral soil-pile resistance by the design standard DNVGL-ST-0126 [2] , hence they were used herein to study the effect of environmental loads on seismic response of wind turbines. It should be noted that the p-y curve method was derived for flexible piles with small diameters. It could be stiff for large diameter piles [46, 47] . For this reason, researchers have advised the use of caution when applying p-y curves to large diameter monopile offshore wind turbines [2, 48, 49] . Nevertheless, p-y curves are the recommended method for lateral soil-pile resistance by the design standard DNVGL-ST-0126 [2] , hence they were used herein to study the effect of environmental loads on seismic response of wind turbines. 
Validation of Numerical Model
In order to calibrate the finite element model and validate the mass and stiffness distribution of different components, modal analysis of the turbine tower assembly was performed. The obtained natural frequencies and mode shapes were compared with the results of [38] in Table 4 . It can be seen from Table 4 that eigen frequencies of the turbine tower assembly of the present model agreed well with that of [38] , which were derived using different analysis tools. To obtain the vibration mode characteristics of the whole turbine assembly, modal analysis of the monopile wind turbine with soil springs was conducted. In eigen analysis, the stiffness of the nonlinear soil spring was assumed linear and equal to the initial stiffness. The frequencies of the integral wind turbine assembly are listed in Table 5 . It was shown that the eigen frequencies of the whole turbine assembly dropped from those in Table 4 of the tower and blade mass assembly. This is caused by the inclusion of the supporting monopile foundation and the flexibility of soil springs. 
Nonlinear Dynamic Analysis
Selection and Scaling of Ground Motions
A suite of 24 broadband earthquake motion records, including a set of 15 near-field and a set of 9 far-field ground motion records [50] availed from Pacific Earthquake Engineering Research (PEER) database [51] , were considered as input ground motions for the nonlinear dynamic simulation. These earthquake motion records were from site class C or D, and were chosen because they featured different peak ground motion acceleration (PGA). As listed in Table 6 , PGA ranged from 0.24 to 1.18 g with the average being 0.49 g. The square root of sum of the squares (SRSS) of 5% damped response spectrum acceleration (Sa, 5%) of the individual record and the average of all the records are shown in Figure 3 . Each ground motion record was linearly scaled to have different PGAs from 0.1 to 1.0 g with an interval of 0.1 g for the TIDA analysis. Table 6 (T1, T2, T3, T4 = periods of the offshore wind turbine mode in Table 5 ). Table 6 (T 1 , T 2 , T 3 , T 4 = periods of the offshore wind turbine mode in Table 5 ).
Environmental Loads
(1) Aerodynamic Loads
Wind conditions with mean velocities of 0.0, 6.0, 8.0, 12.0, 16.0 and 24.0 m/s were considered. The time series of aerodynamic loads of the wind turbine were calculated using the NREL's FAST program [52] . Three-dimensional wind fields with 600 s duration were generated using the stochastic, full-field, turbulent wind simulation program Turbsim [53] . The IEC 64100-3 Kaimal spectrum was used as the turbulence model. Normal turbulence model Class C [54] and specific hub-height wind speed were used to generate wind fields.
The airfoil properties of the blades of the turbine were given to FAST along with 600 s wind fields. FAST makes use of the modified blade element momentum theory by considering wake effects to compute the aerodynamic loads on the hub [55] . Forces from 200 to 600 s were derived for the structural dynamic analysis.
(2) Wave Loads Ocean waves were characterized by their inherent irregularity [56] . In the current study, the irregular waves were modeled using the JONSWAP spectrum [57] . The JONSWAP spectrum was derived based on the observations obtained along a profile extending 160 km into the North Sea westward from the Sylt Island (Westerland, Germany). It is valid for the limited fetch conditions and is extensively used in offshore industry. The monopile supporting foundation was considered as a hydrodynamic slender structure [58] . Wave forces on the pile were calculated using FAST, for which Morison equation was adopted [59] . The influence of structure dynamics on the wind and wave forces was considered by coupling waves and winds for the FAST program. Four measured sea states representing waves with a five-year return period of different directions at the planed wind farm, as listed in Table 7 , were chosen as the wave loads. Six turbine operational conditions (labeled as TOC1~TOC6), as listed in Table 8 , were considered. They ranged from idling without wind loads to normal power operation at high wind speed combined with different sea state conditions and a reference condition. The reference condition did not account for wind or wave loading, and was labeled as TOC0. It should be noted that in the real oceanic environment, the wave height and period usually are related to wind climate. However, wind and waves were assumed to be independent in this study to investigate the effects of waves on the seismic responses and the fragility of the wind turbine. Figure 4 illustrates load combinations for different turbine operational conditions. As listed in Table 8 , each turbine operational condition was associated with one wind speed, four sea states, 24 earthquake ground motion records, and 10 ground motion intensity factors. The same earthquake ground motion records and intensity factors were used in the analysis of the reference condition. (2) Coupling of Loads
The program FAST is capable of conducting coupled aerodynamic-hydrodynamic analyses, but lacks geotechnical capabilities. On the other hand, OpenSees can simulate response arising from loads-geotechnical coupling. The present work made use of a coupling approach for wind, wave and seismic loads, which involved a two-step procedure shown in Figure 4 , as follows:
Step1: Derivation of the fully coupled time-series of wind and wave loads of the wind turbine and the monopile foundation using FAST. The wind and waves are assumed to be collinear, i.e., no effect of directionality is considered. Step2: Wind and wave loads from FAST and the two horizontal components of earthquake motion records are inputted into the OpenSees model for structure dynamic analyses. Wind loads on the wind turbine are applied as concentrated loads at the hub, while wind loads on the tower and wave loads on the monopile are applied as distributed loads at the tower and the monopile. Earthquake motions are applied as time series acceleration. The Uniform Excitation scheme, which imposes the ground motion accelerations to the constrained end of different types of pile-soil interaction springs, is used. The influence of layer subgrade is not considered.
Nonlinear time history dynamic analyses were performed in a 150 s duration. The earthquake ground motions were applied at the start of the 80th second to eliminate the initial transient behavior of the structure, and responses of the wind turbine from the start of earthquake motion to the end of The wave loads on the monopile foundations derived from irregular wave elevation are random. On the other hand, the turbulence intensity also causes randomness in wind speeds and thereby the wind loads on the turbine and the tower. These random loads will cause uncertainty in the prediction of structure performance. Previous studies by Abhinav and Saha [60] showed that a 25 Monte Carlo simulations for each combination of wind and wave condition can obtain a stable result for dynamic response of a jacket supported offshore wind turbine. However, this Monte Carlo simulation will result in unaffordable numerical simulations in earthquake fragility analysis, in which different earthquake motion records combined with environmental wind and wave loads need to be simulated. In this investigation, a 5 Monte Carlo simulation for each combination of sea state and wind speed was performed as a compromise between the computational efforts and reduction of uncertainty. This resulted in a 4800 simulations (four sea states × five Monte Carlo × 24 earthquake records × 10 PGA scaled) for each wind speed (turbine operational condition TOC1~TOC6), and a total of 29,040 simulations (six wind speeds × 4800 per wind speed + 24 earthquake records × 10 PGA scaled for TOC0) for the realization of seismic responses of the monopile offshore wind turbine in different operational conditions.
(2) Coupling of Loads
Nonlinear time history dynamic analyses were performed in a 150 s duration. The earthquake ground motions were applied at the start of the 80th second to eliminate the initial transient behavior of the structure, and responses of the wind turbine from the start of earthquake motion to the end of earthquake excitation were investigated. It should be noted that wind force of the wind turbine and wave force on the monopile foundation are influenced by seismic response of the structures when an earthquake strikes. However, this was out of the scope of this study. Focusing on the fragility of the wind turbine, the seismic dynamic responses of the wind turbine structures were estimated by neglecting the interaction effect of wind and wave loads and seismic response of the structures.
(3) Damping
The over all damping η tot of an offshore wind turbine consists of aerodynamic damping η areo , hydrodynamic damping η hydro , soil damping η soil , and structural damping (includes material damping and control damping) η struc [61] [62] [63] .
Aerodynamic damping of wind turbines varies according to the operational condictions. In standstill conditions when the blades are pitched to the maximum pitch angle the aerodynamic damping is very small and can be neglected [62] . On the other hand, in the power generation condition the aerodynamic damping can be rather high [63] . Liu et al. [64] showed that the aerodynamic damping of a 5 MW wind turbine in production states varies from 2% to 5.7% according to the wind speed. In this study, the areodynamic damping values of 2.71%, 3.70%, 3.42%, 3.62% and 3.45% extracted from Liu et al. [64] for wind velocities of 6 m/s, 8 m/s, 12 m/s, 16 m/s and 24 m/s, respectively, were used.
Hydrodynamic damping of the monopile foundation consists of radiation damping η rad and viscous damping η vis,hydro . An upper value of 0.22% and 0.15% for radiation damping and viscous damping suggested by Germanischer Lloyd [61] was used in the dynamic analyses.
The soil damping acts as foundation damping in offshore wind turbines. Values from 0.25% to 1.5% were estimated in the reported literature [65, 66] . In this study, soil damping was introduced by using the Rayleigh type of damping, and a value of 0.8% recommended by Germanischer Lloyd [61] for high structural deflection was used.
Structural damping consists of material damping and damping from control systems. The material damping of steel varies from 0.2% to 0.3% [61] , and the upper value of 0.3% is used in the simulation. In large scale offshore wind turbines, shock absorption and vibration-control systems, which increase the damping of the wind turbine assemble, are usually adopted to reduce structural vibration [63, 67, 68] . However, these vibration-control systems are normally specially designed, and out of the scope of this study, and therefore were not considered.
Thus, the damping for dynamic analysis of the monopile offshore wind turbine in different operational conditions in the present study are summarized and listed in Table 9 . Damping was modeled by Rayleigh damping with coefficients calculated at the first and second tower fore-aft natural frequencies of 0.252 and 1.575 Hz. 
Dynamic Responses of the Monopile Offshore Wind Turbine
For a high rise monopile offshore wind turbine, the displacement at the nacelle, rotation at the tower top and stress at the transition piece are crucial for the safety of the wind turbine and the supporting structures. In this study, these structural response parameters were chosen to compare the dynamic responses of the wind turbine under effects of earthquake and environmental loads.
For illustration purposes, the monopile offshore wind turbine excited by earthquake motion record No. 1 (El Centro Array #6 earthquake motion record) were simulated, with PGA ranging from 0.2 to 1.8 g and the joint actions of the earthquake motion and environmental wind and wave loads at a wind velocity of 12 m/s and sea state SS2. The dynamic responses of the wind turbine in terms of displacement at the nacelle, rotation at the tower top, and stress at the transition piece are shown in Figure 5 . As observed in Figure 5 , the dynamic responses of the wind turbine were governed by the first mode of the structure. When PGA of the earthquake motion was smaller than 0.6 g, the motion of the wind turbine excited by the earthquake decayed to the original static equilibrium position, and the motion of the wind turbine excited by the joint action of earthquake and environmental loads decayed to the dynamic response of the environmental loads due to the damping of the structures. This means the dynamic responses of the wind turbine were elastic. This elastic response of the wind turbine was also indicated in the stress curves of the transition piece for the maximum stress less than 305 MPa of the yield of the steel material, as shown in Figure 5c . When the input earthquake motion had a PGA greater or equal to 1.0 g, residual displacement at the nacelle and residual rotation at tower top were observed in both scenarios of earthquake excitation and the joint action of earthquake and environmental loads. This was because the plastic dynamic of the structure, which could be explicitly observed in the stress curves of the transition piece for the maximum stress reaching the yield stress of steel material, as marked by red solid circle points. The comparison of dynamic responses of the wind turbine under the two loading conditions showed that seismic responses of the wind turbine were considerably influenced by the environmental wind and wave loads. In cases of joint earthquake motion and environmental wave and wind loads acting on the wind turbine, the environmental loads acted like a basic load on the wind turbine structures.
After dynamic analyses, the response parameters of the monopile offshore wind turbine were obtained. Selection of responses of the wind turbine in operational conditions of TOC0, TOC2, TOC4 and TOC6 excited by the selected earthquake ground motions are plotted in Figures 6 and 7 . The peak response parameters of the wind turbine were plotted against PGA with the four sea states SS1-4 for analyzing the effect of wave loads on the response of the wind turbine in Figures 6b-d and 7b-d. Each mark in the two figures represented a simulation conducted on the finite element model. Lines with symbols in each subfigure denote the average values of the parameters of the twenty four selected earthquake motions. As observed in Figures 6a and 7a , the dynamic responses of the wind turbine subjected to ground motions with the same PGA could be very different. This was caused by the difference in frequency components and duration of different earthquake ground motions which significantly influenced the dynamic responses of the wind turbine structures. Earthquake record No. 12 (Kocaeli, Turkey, Yarimca record) was found to result in a maximum response in the wind turbine. It was observed from the Monte Carlo simulation of each load combinations, that the relative phase angle of the wave, wind, and earthquake loads had a great influence on the dynamic responses of the monopile wind turbine.
As plotted in Figure 6 , the peak displacement at the nacelle and the peak rotation at tower top followed a linear increase with earthquake motion intensity when PGA was not greater than 0.6 g. However, as PGA of different ground motions further increase, a nonlinear change of the peak displacement at the nacelle and the peak rotation at the tower top of the wind turbine excited by some of selected earthquake ground motion records was observed due to plastic response of the structures. Peak stress at the transition piece, shown in Figure 7 , followed a linear increase up to the yield strength of the steel material. A further observation into the responses of the wind turbine at different sea states, as shown in Figures 6b-d and 7b-d , revealed that the increase in wave height (i.e., increases from SS1 to SS4) did not necessarily result in a significant growth in the dynamic response of the wind turbine. However, a comparison of responses of the wind turbine in different operational conditions shows that earthquake struck in TOC4, i.e., normal operation at the rated wind speed, shown in Figures 6c  and 7c , was more likely to result in larger displacement at the nacelle and rotation at the tower top than other operational conditions. In the worst case scenario when the sea state was SS4, the wind speed was 12 m/s and the earthquake ground motion records was Kocaeli, Yarimca with a PGA of 1 g, the resulting max displacement at the nacelle and rotation at the tower top reached 8.84 m and 8.4 • , respectively. of the wind turbine excited by the earthquake decayed to the original static equilibrium position, and the motion of the wind turbine excited by the joint action of earthquake and environmental loads decayed to the dynamic response of the environmental loads due to the damping of the structures. This means the dynamic responses of the wind turbine were elastic. This elastic response of the wind turbine was also indicated in the stress curves of the transition piece for the maximum stress less than 305 MPa of the yield of the steel material, as shown in Figure 5c . When the input earthquake motion had a PGA greater or equal to 1.0 g, residual displacement at the nacelle and residual rotation at tower top were observed in both scenarios of earthquake excitation and the joint action of earthquake and environmental loads. This was because the plastic dynamic of the structure, which could be explicitly observed in the stress curves of the transition piece for the maximum stress reaching the yield stress of steel material, as marked by red solid circle points. The comparison of dynamic responses of the wind turbine under the two loading conditions showed that seismic responses of the wind turbine were considerably influenced by the environmental wind and wave loads. In cases of joint earthquake motion and environmental wave and wind loads acting on the wind turbine, the environmental loads acted like a basic load on the wind turbine structures. After dynamic analyses, the response parameters of the monopile offshore wind turbine were obtained. Selection of responses of the wind turbine in operational conditions of TOC0, TOC2, TOC4 and TOC6 excited by the selected earthquake ground motions are plotted in Figures 6 and 7 . The peak response parameters of the wind turbine were plotted against PGA with the four sea states SS1-4 for analyzing the effect of wave loads on the response of the wind turbine in Figures 6b-d and 7b d. Each mark in the two figures represented a simulation conducted on the finite element model. Lines with symbols in each subfigure denote the average values of the parameters of the twenty four selected earthquake motions. As observed in Figures 6a and 7a , the dynamic responses of the wind 
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Pushover Analysis
A static pushover analysis was conducted to observe inelastic deformation characteristics and to find the critical displacement of the wind turbine. For this purpose, a horizontal displacement load, which increased incrementally, was applied in the fore-aft direction to the reference point of the rigid nacelle. Figure 8 shows the variation of the nacelle reaction force and the maximum stress at the transition piece with respect to the displacement. It can be seen that the relation between nacelle displacement and reaction force was nonlinear when the displacement proceeded beyond 3.82 m. This was caused by the plasticity of the steel material of the wind turbine supporting structures and the non-linearity of the ground soil resistance. No collapse was observed, even at a large deflection of 8 m. 
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A static pushover analysis was conducted to observe inelastic deformation characteristics and to find the critical displacement of the wind turbine. For this purpose, a horizontal displacement load, which increased incrementally, was applied in the fore-aft direction to the reference point of the rigid nacelle. Figure 8 shows the variation of the nacelle reaction force and the maximum stress at the transition piece with respect to the displacement. It can be seen that the relation between nacelle displacement and reaction force was nonlinear when the displacement proceeded beyond 3.82 m. This was caused by the plasticity of the steel material of the wind turbine supporting structures and the non-linearity of the ground soil resistance. No collapse was observed, even at a large deflection of 8 m. Figure 8 . Relation between force/stress and displacement from push-over analysis. Figure 8 . Relation between force/stress and displacement from push-over analysis.
Obtained Fragility Curves and Discussions
Offshore wind turbines are high-rise structures with long cantilever blades rotating at the top of the tower. Excessive displacement at the nacelle and rotation at the tower top can lead to loss of efficiency in power generation, and also may cause collision between the blades and the tower [21] . On the other hand, the large stress in the supporting structures may lead to yield or buckling of the tower and may finally lead to collapse. To estimate the fragility of the wind turbine, four damage states defined depending on different demand parameters of the wind turbine, as shown in Table 10 , are considered. The first and second damage states (DS 1 and DS 2 ) were defined as any excessive displacement at the nacelle and rotation at the tower top that could cause loss of efficiency in power generation. A threshold value of 1.25% the height of the structure in the nacelle displacement proposed by Asareh et al. [21] was considered for DS 1 , and a rotation value equal to the precone of the rotor of 2.5 • [38] at the tower top was employed for DS 2 . The third damage state (DS 3 ) was defined as the stress at the transition piece exceeds the allowable stress of 250 MPa [39] of the steel material, while the fourth damage state (DS 4 ) was defined as yield stress of 305 MPa of the transition piece. Based on the obtained dynamic responses and the defined damage states, fragility curves of the wind turbine in different operational conditions were calculated using the previously described TIDA method. The estimated fragility curves for DS 1 of the wind turbine in operational conditions TOC1 to TOC6 with the four sea states are shown in Figure 9 . It can be seen from the figure that the probability of damage state DS 1 was very low when PGA was smaller than 0.2 g, which means an earthquake motion with the PGA smaller than 0.2 g was less likely to result in an excessive displacement at the nacelle. However, the fragility of the wind turbine increased quickly as PGA proceeded beyond 0.2 g. Examination of the fragility curves of the wind turbine in different sea states showed that the influence of sea states on the seismic fragility of the wind turbine was not obvious.
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Offshore wind turbines are high-rise structures with long cantilever blades rotating at the top of the tower. Excessive displacement at the nacelle and rotation at the tower top can lead to loss of efficiency in power generation, and also may cause collision between the blades and the tower [21] . On the other hand, the large stress in the supporting structures may lead to yield or buckling of the tower and may finally lead to collapse. To estimate the fragility of the wind turbine, four damage states defined depending on different demand parameters of the wind turbine, as shown in Table 10 , are considered. The first and second damage states (DS1 and DS2) were defined as any excessive displacement at the nacelle and rotation at the tower top that could cause loss of efficiency in power generation. A threshold value of 1.25% the height of the structure in the nacelle displacement proposed by Asareh et al. [21] was considered for DS1, and a rotation value equal to the precone of the rotor of 2.5° [38] at the tower top was employed for DS2. The third damage state (DS3) was defined as the stress at the transition piece exceeds the allowable stress of 250 MPa [39] of the steel material, while the fourth damage state (DS4) was defined as yield stress of 305 MPa of the transition piece. Based on the obtained dynamic responses and the defined damage states, fragility curves of the wind turbine in different operational conditions were calculated using the previously described TIDA method. The estimated fragility curves for DS1 of the wind turbine in operational conditions TOC1 to TOC6 with the four sea states are shown in Figure 9 . It can be seen from the figure that the probability of damage state DS1 was very low when PGA was smaller than 0.2 g, which means an earthquake motion with the PGA smaller than 0.2 g was less likely to result in an excessive displacement at the nacelle. However, the fragility of the wind turbine increased quickly as PGA proceeded beyond 0.2 g. Examination of the fragility curves of the wind turbine in different sea states showed that the influence of sea states on the seismic fragility of the wind turbine was not obvious. To investigate the effects of the joint action of environmental wind and wave loads on the seismic fragility of the wind turbine, an average over different sea states of damage states were made for the fragility of the wind turbine and shown in Figure 10 . The corresponding median and dispersion values of the fragility curves are listed in Table 11 . An observation in the fragility of the wind turbine for damage sate DS1, plotted in Figure 10a , showed that the wind turbine suffered from the highest probability of damage at the rated wind speed (TOC4). This was also indicated in Table 11 for a relative lower value of θ (i.e., the median of fragility) in operational condition TOC4. It was interesting to find that the fragility of the wind turbine in operational conditions TOC2 and TOC3 were slightly smaller than that of the reference condition TOC0. This was because the aerodynamic damping of the wind turbine under operational conditions TOC2 and TOC3 was much higher than the aerodynamic damping used in TOC0, while the addition wind and wave loads were small. The probability of exceeding the damage state of the wind turbine in operational condition TOC6 was close to that of TOC5, which was smaller than the results from TOC4 while the wind speed was higher. This is due to the fact that the pitch control mechanism in the blades is initiated when the wind speed is higher than the rated wind speed. This manipulation makes the blades rotate with a pitch angle causing the rotor to rotate in a slower rate, which results in a lower wind forces and moments acting on the wind turbine [22] . It is also because of lower aerodynamic damping at the operational condition TOC4 compared to that of the operational conditions TOC5 and TOC6. The comparison of the fragility of the wind turbine under the operational conditions TOC4-6 and in the reference condition TOC0 showed that the seismic fragilities of the wind turbine in operational conditions TOC4-6 were slightly increased by the joint action of environmental wind and wave loads.
Fragility curves for damage state DS2, as plotted in Figure 10b , showed a similar trend concerning environmental load effects as that of the damage state DS1. However, the fragility curves for the damage states DS3 and DS4, as drawn in Figure 10c ,d, showed a different trend concerning environmental load effects as that of the damage states DS1 and DS2. The probability of exceeding the To investigate the effects of the joint action of environmental wind and wave loads on the seismic fragility of the wind turbine, an average over different sea states of damage states were made for the fragility of the wind turbine and shown in Figure 10 . The corresponding median and dispersion values of the fragility curves are listed in Table 11 . An observation in the fragility of the wind turbine for damage sate DS 1 , plotted in Figure 10a , showed that the wind turbine suffered from the highest probability of damage at the rated wind speed (TOC4). This was also indicated in Table 11 for a relative lower value of θ (i.e., the median of fragility) in operational condition TOC4. It was interesting to find that the fragility of the wind turbine in operational conditions TOC2 and TOC3 were slightly smaller than that of the reference condition TOC0. This was because the aerodynamic damping of the wind turbine under operational conditions TOC2 and TOC3 was much higher than the aerodynamic damping used in TOC0, while the addition wind and wave loads were small. The probability of exceeding the damage state of the wind turbine in operational condition TOC6 was close to that of TOC5, which was smaller than the results from TOC4 while the wind speed was higher. This is due to the fact that the pitch control mechanism in the blades is initiated when the wind speed is higher than the rated wind speed. This manipulation makes the blades rotate with a pitch angle causing the rotor to rotate in a slower rate, which results in a lower wind forces and moments acting on the wind turbine [22] . It is also because of lower aerodynamic damping at the operational condition TOC4 compared to that of the operational conditions TOC5 and TOC6. The comparison of the fragility of the wind turbine under the operational conditions TOC4-6 and in the reference condition TOC0 showed that the seismic fragilities of the wind turbine in operational conditions TOC4-6 were slightly increased by the joint action of environmental wind and wave loads.
transition piece was at the MSL, which was close to the constraint end of the cantilever wind turbine and also close to the earthquake motion input nodes of the numerical model. The measured stresses at the transition piece experienced a short duration of vibration dominated by the input seismic waves at the beginning of earthquake excitation, as seen in Figure 5c depicting the time history stress curves at the transition piece. The environmental loads and the aerodynamic damping of the wind turbine reduced the fluctuation of stress of the transition piece. Fragility curves for damage state DS 2 , as plotted in Figure 10b , showed a similar trend concerning environmental load effects as that of the damage state DS 1 . However, the fragility curves for the damage states DS 3 and DS 4 , as drawn in Figure 10c ,d, showed a different trend concerning environmental load effects as that of the damage states DS 1 and DS 2 . The probability of exceeding the allowable and the yield stresses at the transition piece in TOC0 was slightly higher than the results in operational conditions TOC1-6. This was due to the fact that the stress measuring point of the transition piece was at the MSL, which was close to the constraint end of the cantilever wind turbine and also close to the earthquake motion input nodes of the numerical model. The measured stresses at the transition piece experienced a short duration of vibration dominated by the input seismic waves at the beginning of earthquake excitation, as seen in Figure 5c depicting the time history stress curves at the transition Energies 2017, 10, 1037 19 of 22 piece. The environmental loads and the aerodynamic damping of the wind turbine reduced the fluctuation of stress of the transition piece.
Conclusions
Seismic fragility analysis of a 5 MW monopile offshore wind turbine considering the combined action of environmental wave and wind loads in different operational conditions was performed in this study. A nonlinear finite element model of the wind turbine, accounting for the nonlinearity of pile-soil interaction, was developed in the OpenSees platform. The model was calibrated and verified through a modal analysis and compared with published results. The highlight of this study was that the aerodynamic and wave loads generated from wind fields with different mean wind speeds and random sea states were applied to the finite element model along with earthquake motions. Dynamic responses of the offshore wind turbine were then obtained by solving the finite element model. Different damage states were defined based on the demands of the wind turbine, and TIDA analysis was applied to calculate the fragility of the wind turbine. It has been found that the seismic response of the monopile wind turbine was highly affected by the frequency component of the input ground motion record. The environmental wind and wave loads and the aerodynamic damping of the wind turbine had a considerable influence on the seismic dynamic responses of the wind turbine structure, and also on the seismic fragility. Wind turbines in normal operation at the rated wind speed condition suffering from earthquake motion are subject to a higher probability of excessive displacement at the nacelle and excessive rotation at the tower top than wind turbines in other operational conditions, e.g., turbine in idling and normal operation at lower or higher wind speeds. In rated power production scenarios, assessment neglecting the effects of environmental wind and wave loads in seismic fragility analysis of offshore wind turbines results in an underestimation of the seismic fragility of the wind turbine.
